
Light Fixture

Pivoting Rack

Conduit Raceway Representation

Exterior cladding to match adjoining structural material. 
palette to give a consistent, cohesive, uniform appearance.

Interior walls shall be concrete block wall. No stud walls are allowed.
Raised concrete pad to prevent water pooling with anti static coating.
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Shared HVAC unit with elevator system, where feasible. Heater component located on wall at floor level. 
A/C unit mounted above door.
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Power Receptacle GFI as needed

HVAC Heat Unit

HVAC Cooling Unit

Electric Strike

Door contact

Motion detector/Lights 

Keypad Fob
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