DRAWING NOTES:

1.

TELEPHONE INFRASTRUCTURE TO
BE MOUNTED ON WALL IN
COMMUNICATION ROOM (NOT
SHOWN)

DATA OUTLETS ARE NOT SHOWN.
CONSULTANT/ CONTRACTOR TO
DETERMINE QUANTITIES AND
LOCATIONS BASED ON PROJECT
REQUIREMENTS.

ALL THE POWER RECEPTACLES
ARE NOT SHOWN. CONSULTANT/
CONTRACTOR TO DETERMINE
QUANTITIES AND LOCATIONS BASED
ON PROJECT REQUIREMENTS.

PLEASE REFER TO 165-SER-E-2002A

FOR NOTES AND ITEM DESCRIPTIONS
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LSNGLE FULL HEIGHT RACK

WITH PIVOT. REFER TO
BUSINESS TECHNOLOGY
DOCUMENTS FOR RACK
TYPE AND MODEL

MINI—HUB ROOM — PLAN m

E—200.

BRAIDED COPPER __/]
FLEX CONNECTION
TO GROUND DOOR
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GROUNDING COPPER BUS
CONNECTED TO DOOR AND
FRAME TO ENCIRCLE THE ROOM
(USE FLEXIBLE GROUND BUS
IFF REQUIRED FOR DOOR FRAME
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METRIC

ALL DIMENSIONS SHOWN ARE
IN METRES AND/OR MILLIMETRES
UNLESS OTHERWISE NOTED.
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PLEASE REFER TO 165-SER-2-2002A

FOR NOTES AND ITEM DESCRIPTIONS

MINI-HUB ROOM — REFLECTED CEILING PLAN m

E—2003

FRAME. CONNECTION)
THIS DRAWING IS PROVIDED FOR INSTRUCTIONAL DESIGN PURPOSES ONLY BASED ON METROLINX GO TRANSIT
[E)E‘Ssi%HGCg?EEUCNOENSDé%DNSREAQN%R‘ENMFEET%‘STCTFE’U(NiggiRgg/&aD‘NGPARTY SHALL VERIFY FOR LOCAL CODE COMPLIANCE,
COORDINATION. ALL DIMENSIONS AND
TYP‘CAL GROUND‘NG COPPER BUS ON WALL /\%\ SPECIFICATIONS SHOULD BE VERIFIED BY CONTRACTED PARTY AND/OR CONTRACTOR BEFORE CONSTRUCTION
E—-200.
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