CONNECT TO
RAYCLIC-PC AND

r\O EQUIPMENT
HEATING CABLE
|
N\,
GLASS TAPE GS-54
25MM @ VALVE ADDER
OF 0.6M
25MM @ VALVE ADDER
OF 0.6M
Il
/Il
VY
D
NOTE:
INSTALLATION C/W PIPING
INSULATION AND JACKET
END SEAL
CAP

SS OTHERWISE NOTED.
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NOTES:

1.

© N oo

PROVIDE 75@ VENT PIPING FOR EACH SUMP PIT AND TERMINATE AS PER
CODE. VENT PIPING SHALL BE CONCEALED IN PUBLIC AREAS ONLY.
DUPLEX PUMPING ARRANGEMENT. ONE PUMP SHOWN FOR CLARITY.
PROVIDE POWER AND CONTROL WIRING. ALL WIRING SHALL BE
CONCEALED IN PUBLIC AREAS ONLY.

INSTALL ALL EQUIPMENT AND SUMP PIT AS PER MANUFACTURER'S
RECOMMENDATIONS.

REMOVAL SYSTEM IS REQUIRED.

PROVIDE SEPARATED CONDUIT FOR POWER.

PROVIDE VENT PIPE AS PER OBC AND PLUMBING CODE REQUESTED.
PROVIDE STAINLESS STEEL CORE MOUNT SLEEVE (DBI SALA) FOR EACH
SUMP PIT. SLEEVE SHALL BE INSTALLED STRATEGICALLY TO ALLOW
LIFTING OF THE PUMPS AS WELL AS LOWERING AND LIFTING OF THE
MAINTENANCE PERSONNEL INTO/FROM THE PIT VIA LIFTING DAVIT.
FINALIZE LOCATION AT SITE.

3x25x150 (1/8"x1"x6") STEEL ANGULAR STRAP
TWO PER SIDE

DISCHARGE PIPE

PRE-CAST/CAST IN PLACE CONCRETE PIT
C/W LADDER

RECESSED HEX HEAD BOLTS
158mm (6-1/4") WITH GASKET
BETWEEN MACHINED
SURFACES.

HEAVY DUTY STAINLESS STEEL
COVER

TUBULAR NEOPRENE GASKET
9mm (3/8") S8 "Z" CHANNEL

HEAVY DUTY STAINLESS STEEL

GUIDE RAIL SYSTEM

FLOAT AND WIRING IN CONDUIT MIN-3-502
PER SUMP

HIGH LEVEL ALARM

CORE MOUNT
SLEEVE. SEE GASKETTED COVER C/W
NOTE 1 LOCKING MECHANISM AND
SELF OPENING CAPABILITY
{ L] o L ]
N Ll
( [ T I
T —7 1 450
PUMPED — ]
| DISCHARGE 7
x
ISOLATION VALVE
t—
\ CHECK VALVE
‘¥
N UNION
| —
B dr )
S
INCOMING DRAIN PIPE

LAG PUMP ON

LEAD PUMP ON

WATERTIGHT SLEEVE (TYP)

DUPLEX SUBMERSIBLE PUMPS

=
FLOAT (TYP) )
i BREAKAWAY FITTING
PUMPS OFF
STAINLESS STEEL CHAIN
CONCRETE BASE
PIT SIZE VAREES
T0 STORM OR
CONDUIT FOR
POWER AND CONTROL SANITARY DRAIN
WIRING. SEALED IF CATE —— FRAME AND CHECKER
SANITARY L VALVES ) COVERPLATE GASKETTED
FLOOR ~——NON SLAU—1 IF~ SANITARY
| ! SEE SPEC |
H T i
: ; \\ HEGUIDE_RAILS =
3 | WHERE SPECIFIED é
CHAIN
VENT CONNECTION
DRAIN PIPE AARM (TYPICAL) AS PER CODE
PUMP_ |

DUPLEX PUMP

4"[100] CONCRETE
PAD

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.
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CUT OUT TOP PART OF SONOTUBE
(® BEFORE POURING CONCRETE

6mm THK.STEEL PLATE —\
SURFACE FINISH:NON-SLIP BROOM

(12 ROUT PERIMETER OF POURED

THREADED COUPLING FITTING@ —
DRILL HOLE FOR THREADED@

COUPLING SLO

o= I

L J L L

< O Hm% 771NN \:;)7 Z oy
)7/ ) 2V
111/ \7/ X _—— [
(DCUT WWM TO INSTALL @/REPLACE BOTTOM
SONOTUBE ON TOP OF INSULATION. PLATE WITH

CONCRETE

6mm
BOLT

L38x38x4.8

ﬁ INSTALLATION FRAME @

10" SONOTUBE
OD = 266 [10 1/2"]
ID = 254 [10]

,— TOP OF CONCRETE

HEATING PIPE

— TOP OF INSULATION

—— TOP OF GRANULAR 'B'

@POURED CONCRETE

CAP SIMILAR TO

13@ STAINLESS STEEL
THREADED ROD, EXTEND 300
INTO SAND ON EACH SIDE OF

——

REMOVE PLASTIC PLUG WHEN CONCRETE IS

CURED. THEN PULL SENSOR CABLE
THROUGH CONDUIT TO CONTROL BOX

SENSOR MUST BE LEVEL

METRIC

CONCRETE

PEX PIPE

ALL DIMENSIONS SHOWN ARE
IN METRES AND/OR MILLIMETRES
UNLESS OTHERWISE NOTED.

TOP CAP. SONOTUBE. 102
FLEXIBLE PVC CONDUIT HOSE ¢ O C
[ b}
T
CONDUIT (BY OTHERS)
SENSOR INSTALLATION PROCEDURE:
0 —— 51 MIN., |
CUT WWM
@ DRILL HOLES IN SONOTUBE FOR THREADED RODS AND
THREADED COUPLING. PLACE THREADED RODS
THROUGH SONOTUBE. PLACE SONOTUBE WITH RODS BURIED 1004 GLS & GLR PIPES,
ON INSULATION. EACH IN 3008 PVC PIPE SLEEVE. EXISTING CONTROL. Svsto 10 10
(@ ATTACH THREADED COUPLING AND CONDUIT PIPING TO
SONOTUBE.
@ COMPACT/ROLL CONCRETE. ’
INSTALL NEW ZONE 7 & 8 600mm TACTILE TILE -
MANIFOLD IN EXISTING PIT
(B CUT OUT TOP PART OF SONOTUBE. l CUST—IN—PLACE POLY FILL LIME STONE IN GAP
/TSP Y5 FIBRE REINFORCED PRE CAST CURB
@ REPLACE BOTTOM PLATE OF SENSOR CASING WITH CAP oz Kot / CONCRETE (REFER TO CML DWG.)
SIMILAR TO TOP CAP. ?f?&';ﬁ;gﬁ:";,%&%“&m 12004 Dia. PRE—FABRICATED (REFER TO CIVIL)
VERIFY) AND CONNECTION FIBERGLASS SUMP PIT TOP OF ASPHALT
@ ATTACH FLEXIBLE PVC CONDUIT HOSE FROM THREADED CHAMBER TO REMAN MINI PLATFORM —l
BACK WATER VALVE
COUPLING TO SENSOR CASING AND SECURE. Bk 759 BURED DRAN | N o
ATTACH TOP CAP TO SENSOR CASING, AND T RIGID INSULATION——— | ; TRACK
INSTALLATION FRAME.
@© LOWER FRAME ON CONCRETE, CENTER SENSOR, AND
PLATFORM SNOW MELTING] PLATFORM SNOW MELTING]| J
. 300¢ PVC SLEEVE WITH TRACE
@ POUR CONCRETE, COMPACT WELL, SURFACE FINISH: N o N Al e
NON-SLIP BROOM.
i (TYP.)
@ CURE CONCRETE MIN. 3 DAYS. GLR ‘IS, PROM EXISTING. BOILER. RooM
SNOW MELT BURIED TUBING
@ ROUT PERIMETER OF POURED CONCRETE AND SEAL TIED TO WIRE MESH
WITH HOT POURED RUBBERIZED SEALING COMPOUND. PERIMETER SNOW
MELTING TUBES STACKED
SNOW /ICE SENSOR INSTALLATION DETAIL METROLINX PROJECT NO.  XXXXXX
REFERENCE DRAWINGS ISSUE REVISIONS DRAWN BY: DESIGNED BY:
XXX XXXXXXXX  FACILITY
vv/im/o0 | vy/mm/op &= METROLINX
CHECKED BY: |APPROVED BY: TYPE OF WORK
YY/MM /DD YY /MM /DD DESC 1
SCALE: 1:XXX FULL SIZE ONLY
CONTRACT NO. DWG. NO. REV. | SHEET
DWG NO. TITLE NO.| DATE ISSUED FOR REV.| DATE XX—200X~EN-XXX C-001 0] O




ASPHALT WITH

SPECIFIED

SURFACING SYSTEM AS

200 (TYP.)

MIN.202 TUBING
(GLYCcOL
SUPPLY)

CONCRETE
(75mm)

| — WIRE MESH

O OO0

50 RIGID INSULATION

| ™~~— LIMESTONE

NOTE:

FOR CURB LAYOUT REFER TO PRECAST CONCRETE PLATFORM CURB STANDARD DETAIL

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.
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INTEGRAL VACUUM

BREAKER ASSEMBLY M

HINGED LOCKING COVER
(KEY SEPARATE)

3/4" HOSE CONNECTION —— /

FLASHING CLAMP J

DRAIN PORT
ADJUSTABLE WALL CLAMP

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.
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PIPE INSULATION

WATERPROOF JACKET
OVER INSULATION

SECTION THRU PIPE
NO SCALE

HEAT TRACE CABLE 45
EVENLY DISTRIBUTED 7 H
ALONG PIPE i h

PIPE STRAPS AT APPROX.
457mm INTERVALS

SELF REGULATING HEAT
TRACE CABLE

ALUMINUM FOIL TAPE

PIPE STRAPS

Ol . 11

0

ALUMINUM FOIL TAPE
NOT SHOWN

INSTALLATION DETAIL

NO SCALE

WITH VOLTAGE INDICATED.

PIPE INSULATION AND \— HOT-COLD JOINT

END CAP HEAT TRACE CABLE
NO
TO POWER SUPPLY AT
DISCONNECT SWITCH
CONTACTOR

\ WATER TIGHT CONTROL
THERMOSTAT WITH AMBIENT BOX
AIR SENSOR. SET ON AT 35°F

HEAT TRACE CONTROL BOX DIAGRAM

NO SCALE
SELF REGULATING TYPE VALVE
HEAT TRACE CABLE ALUMINUM FOIL TAPE AND

INSULATION NOT SHOWN.

INSTALLATION AT VALVES
NO SCALE

NOTES: @ PROVIDE WEATHER RESISTANT LABELING ON EXTERIOR OF JACKET IDENTIFYING PIPES AS BEING "ELECTRIC TRACED"

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.

Drawn: Checked:
Dessin: XXX, Verification: XXX
PIPE HEAT TRACING DETAILS
Scale:
Echelle: 1 & XXX Date:  XXXX /XX,/XX
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FIXING WIRE TIED AT 900MM
INTERVALS AND 3 TIES PER
180° BEND

INSULATION PEXTUBE

CONCRETE
SLAB

% .
NS NN
NN N\

COMPACTED WIRE MESH
EARTH

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.
Drow_n: Y XX Che_c_ked_: Y XX
Dessin: A Verification: e TUBE INSULATION INSTALLATION AT CONCRETE SLAB
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BASIC END CAP
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SUPPLY MANIFOLD

MOUNTING BRACKET
(TYP.)

AUTOMATIC VENT
FROM HEAT SOURCE

R50 x 1" COPPER
REDUCTION

TO HEAT SOURCE

DRAIN TO GLYCOL TANK

TELESTAT

NOTE:

EACH MANIFOLD REQUIRES A
CIRCUIT BALANCING VALVE
AND SHUTOFF VALVES

RETURN MANIFOLD

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.
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Dessin: XXX, Verification: XXX, MANIFOLD PIT PIPING
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REMOTE ALARM

REMOVABLE, GASKETTED, N CONTROL PANEL _ ~ —
AIR-TIGHT, REINFORCED HEAVY SEE SPECIFICATION
GAUGE STEEL COVER PLATE WITH
NON-SKID SURFACE. BOLT
COVERPLATE TO FRAME. SUPPLY
FRAME TO DIVISION RESPONSIBLE
FOR PIT CONSTRUCTION.

ANGLE
BRACKET ]

INLET —~

SAND
SETTLING
PIT

(@)

NOTES:
@ ALARM LEVEL

(@ SECOND PUMP OPERATING
(@ ONE PUMP OPERATING

@ LOW LEVEL OFF

FOR DEPTH OF PIT.

(® VOLUME BETWEEN LEVEL SWITCHES EQUAL TO 3 TIMES SINGLE PUMP CAPACITY.
(® PROVIDE SUITABLE HEAVY GAUGE STEEL LADDER RUNGS 12" (300 mm) CENTRES

() CAREFULLY CO-ORDINATE INSTALLATION OF COVER PLATE FRAME, PIPING, LADDER
RUNGS & CHAIN HOOK WITH DIVISION RESPONSIBLE FOR SUMP PIT CONSTRUCTION.

EXTENSION OF CABLES BY

ELECTRICAL DIVISION

4"(100mm) EMPTY
CONDUIT

2"g VENT PIPE TO VENT
MAIN

[ HEAVY GAUGE STEEL

COVERPLATE FRAME

NON-FERROUS METAL
CHAIN HOOK

DISCHARGE PIPE. FOR
CONTINUATION & SIZE
REFER TO FLOOR PLAN.

NON-FERROUS HEAVY
GAUGE METAL CHAIN

GATE VALVE

CHECK VALVE

T~ CONCRETE

SUMP PIT

NOTE: ALL DIMENSIONS SHOWN ARE IN METERS AND/OR MILLIMETERS UNLESS OTHERWISE NOTED.
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