D SIZE 22" x 34" (558.8mm x 863.6mm)

METRIC

ALL DIMENSIONS SHOWN ARE

IN METRES AND/OR MILLIMETRES

UNLESS OTHERWISE NOTED.

i3 ‘ ITEMS:
— @1200mm LONG 2—LAMP T8 LED STRIP LIGHT WITH
ELECTRONIC BALLAST OR LED STRIP LIGHT. CHAIN
SUSPENDED LUMINAIRE FROM CEILING SLAB.
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