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AutoCAD SHX Text
NOTE: THIS DRAWING IS PROVIDED FOR INSTRUCTIONAL DESIGN PURPOSES ONLY BASED ON METROLINX GO TRANSIT DESIGN GUIDELINES AND REQUIREMENTS. THE CONSULTANT SHALL VERIFY FOR LOCAL CODE COMPLIANCE, EXISTING SITE CONDITIONS AND INTER DISCIPLINARY DRAWING COORDINATION. ALL DIMENSIONS AND SPECIFICATIONS SHOULD BE VERIFIED BY CONSULTANT AND/OR CONTRACTOR BEFORE ACTUAL CONSTRUCTION BEGINS.

AutoCAD SHX Text
10

AutoCAD SHX Text
6

AutoCAD SHX Text
9

AutoCAD SHX Text
8

AutoCAD SHX Text
7

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
13

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
11

AutoCAD SHX Text
2

AutoCAD SHX Text
6

AutoCAD SHX Text
4

AutoCAD SHX Text
E2

AutoCAD SHX Text
SER003

AutoCAD SHX Text
E4

AutoCAD SHX Text
SER004

AutoCAD SHX Text
E3

AutoCAD SHX Text
SER004

AutoCAD SHX Text
E1

AutoCAD SHX Text
SER003

AutoCAD SHX Text
TO  COMMUNICATION  ROOM

AutoCAD SHX Text
11

AutoCAD SHX Text
10

AutoCAD SHX Text
DISTRIBUTION PANEL "E2" 100A 120/208V 3  4W30CCT, NORMAL/EMERGENCY LIGHTING

AutoCAD SHX Text
ITEMS:

AutoCAD SHX Text
3.

AutoCAD SHX Text
CONCRETE PAD  SHOULD BE PROVIDED FOR THE FREE STANDING ELECTRICAL EQUIPMENT AS REQUIRED.
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DEDICATED 20A 120V AND 30A 120V POWER RECEPTACLES (GENERATOR BACKED-UP) FROM DEDICATED CIRCUIT BREAKERS FOR PORTABLE A/C UNIT. 
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